District Fire Officer, Javanacar Fire Station, Bangalore
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Defects are rectified_as per the notice-1 Details are follows

1. Manually operated electrical fire alarm systems have been installed with call bfxes at
each staircase landing of the building. The call boxes have been of ‘break 2126 type,
where the call is transmitted automatically to the control room when the glass of the
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system 1§ broken.
One dows comer system installed one riser bave been provided riser of 100 mm internal

diamelter md of G.1. “C’ class pipe. From the riser single hydrant outlets have been provided
at cach landing Noors. Hose reel hose of minimum 12 mm size and of adequate length 1o
reach the farthest point of the ¢ach Noor have been provided with a shut off branch having a
noszle of 5 mm size The hose reel hose have been connected at each landing by means of an
adaptor. Adequate B.1 S marked reinforced rubber lined delivery hoses of 63 mm size to
reach 1he farthest point of the “floor/setbacks from the system should be provided with a

branch pipe near each hydrant outlet in a proper box to protect it from withering.
3, In a building entrance two fire service inlets 1o boost the water in the riser directly
from the mobile pump should also be provided. These inlets should be located at an

easily accessible position. preferably near the entry point to the premises.
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4. One electrically driven pump capable of delivering 900 liters of water per minute at

0.3n/mm2 pressure connected to terrace tank.
5. Public address system with two ways communication facility should be provided at each
floor near each staircase landing with its console at the control room, located on the ground

floor. _
6. Two terrace tank each of 10,000 liters capacities have been provided and connected to

terrace pump.
7. Signage boards, fire safety plan & fire order are Provided.

8. Portable fire extinguishers are provided as per NBC.
9. Four persons are trained in fire prevention and firefighting at R.A.Mundkur Fire and

Emergency Service Academy. Bannerughatta Road, Bangalore-560029.

Defects are not rectified Details are follows

I.- The builderhas not obtained any NOC / CC from the Department.
2. The height of the building is 20.20 mtrs for which the required setback of 07.00 mtrs and

driveway of 6.00 mtrs oh all around the building should not provided.
3. 40% of the occupants have not been trained in fire prevention and firefighting at
R.A.Mundkur Fire and Eniergency Service Academy, Bannerughatta Road,

Bangalore-560029.
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